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Mr. Jose Rodriquez

Emco Wheaton Retail

1004 West Covina Parkway #413
West Covina, California 91790

Dear Mr. Rodriquez,

EVALUATION OF ADDITIONAL EQUIPMENT FOR EMCO WHEATON RETAlL
ENHANCED VAPOR RECOVERY PHASE | SYSTEM

As you know, Assembly Bill 2955 (Statutes 2004, Chapter 649) added section
25290.1(a) to Chapter 6.7 of the Health and Safety Code (H&SC). This section requires
the Air Resources Board (ARB) and the State Water Resources Control Board (State
Water Board) to certify, to the best of their knowledge and using existing resources, that
equipment meeting the ARB’s Enhanced Vapor Recovery (EVR) requirements also
meets underground storage tank (UST) statutory requirements.

On September 8, 2010 we received an information packet from you requesting the
addition of various components to the State Water Board’s EVR Phase | System
determination issued August 8, 2006. The components for which you seek our review
include; 6 Gallon Single Wall Spill Containment (A1004EVR-210A, A1004EVR-211A),

6 Gallon Double Wall Spill Containment (A1004EVR-210S, A1004EVR-211S),

15 Gallon Single Wall Spill Containment (A1004EVR-215A, A1004EVR216A), 15 Gallon
Double Wall Spill Containment (A1004EVR-215S, A1004EVR216S), Straight Drop Tube
(SDT) with Flared Collar (AO020EVR), and SDT with Machined Collar (AO020EVR-C).
The proposed modifications were reviewed by a California Registered Professional
Engineer, as indicated in the enclosed statement. Based on this signed statement and
the information you provided, we have found no evidence that the proposed
components conflict with Chapter 6.7 of the H&SC. :

Although the Emco Wheaton Retail EVR Phase | System does not conflict with H&SC
Chapter 6.7 and implementing regulations, we have noted that the direct burial
configuration of this system does not provide secondary containment for the tank fill
riser. Secondary containment of the tank fill riser is required on all UST systems
installed on or after July 1, 2003 and on certain other UST systems pursuant to
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Mr. Jose Rodriquez -2-

Chapter 6.7 of the H&SC and implementing regulations. Accordingly, the direct burial
configuration can only be used on UST systems where secondary containment of the fill
riser is not required. One additional noteworthy item relates to the straight drop tubes.
Chapter 6.7 of the H&SC and implementing regulations require overfill prevention
devices be installed on USTs to prevent overfill of the tank. Drop tubes shall be able to
accommodate these required overfill devices.

Pursuant to H&SC section 25290.1(a) the State Water Board certifies that, to the best of
its knowledge, the Emco Wheaton Retail EVR Phase | System which includes the
above listed components meets the requirements of Chapter 6.7 of the H&SC. This
determination assumes the Emco Wheaton Retail EVR Phase | System is installed in
accordance with the manufacturer’s instructions, as required by State Water Board
Regulations.

If you have questions regarding this letter, please contact Laura Flsher at
(916) 341-5870 or by email at lfisher@waterboards.ca.gov.

Slncerely,

M/wyafg
Victoria A. Whitney '

Deputy Director

Division of Water Quality

Enclosure: Certification Statement for Emco Wheaton Retail EVR‘Ph‘ase | System

California Envzronmental Protection Agency
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Engiheering Statement

Cerification Statement for the :
EMCO Wheaton Retall Phase | Enhanced Vapor Recovery (EVR) Sysiem. ©

Based on a careful review and analysls, | hereby cerlify that the EMCO Wheaton Retail

Phase | [EVR) 8ystem, which is under considsration for California Alr Resources Board

(ARB) ceriification, meets the requirements of Chapter 8.7 of the California Health and
Safety Code (the State ‘Water Resources Control Board's underground storage tank
requirements, armlumnq enhanced leak detection and continuous vacuum, pressure, or
hydrostatic manitoring. )2

The EMCO Wheaton Retail Phase [ {EVR) System warranty is valid as lcmg as the
system Is installed. operated and maintained according to the manufacturers
instructions and in a2 manner that does not exceed the limitations {e.g., tank capacity,
fusling pointg, throughputs, etc.) described below,
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Gary W Hall Jose E. Rodriguesz

G.W. Hall Enginsering ’ EMCO Wheaton Retail Corp.

9556 Sivardale Loop Road NW #3 1004 West Covina Parkway #413
Siverdale, Washinglon, BE383 Wesi Covina, California, 81780

Phone: 380 5%4‘5335 " , Phone: 515-8456-9882

Email JERodrigueSD@asl com

This cestifination siatement is pant of the ouicelines devsloped by the Dalitornis Ay Fesourns
end State Waler Resaurses Control Bosrd (Siele Water Board} ko implament provisions of Assemily B gt s
2004, Chapwar 848 WMoCarthy)

< Ty cerdiivation i besad onihe prasumption that the EMCO Wheaton Retall Dolancs Phass | IEVREY 5 ;
with or without (15T ts construcied, installzd, mainiained, and apf-;'m:d in mocorgancs with gl appheble neqursaents n‘
Chapter .7 of Cpiforne Heath apd ba,‘ew Code end Chagier 18 of Calilomia Jade of h‘ﬁauamm )




SUMMARY OF REVIEWED DOCUMENTS

EMCO Wheaton Retail Phase | Enhanced Yapor Recovery (EVR) System,

1

2

Approval Application

[ Emco Wheaton Retail Phase | EVR System, CARB

Executwe Order VR-105 (Amended)

' ARB email to Mr. Jose Rodriguez. Other ﬁ\ges le:Y
. Approvals

Undated

June 28, 2010

| Order VR-108

TEmco Wheaton Letter to Ir, George Lew. Request for
Amendment to the Emco Wheaton Retall Executive

March 15, 2010

ARB Letter to Mr. Jose Rodnguez Response o his
March 14, 2008 letter

June 3, 2008

........

Emco Wheaton Letter to Mr. -Gaolr,ge Lew. RE:

Executive Order VR-108-A

Request for Amendment to the Emco Wheaton Retall | March 14, 2008

California Codes, Health and Safety nge Sec‘mn
”528&2525]9 8 (www Jeginfo ca gov )

A written

| October 25, 2010

Cahfomla Code s, Business and Professions Code,
Section 6730-5749 (www.leginfo.ca.gov)

Az written

October 25, 2010
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- APPENDIX B .
EMCO Wheaton Retall Phase 1 Enhanced Vapor Recovery (EVR) Bystem Amendment
Limitations:
Based on the information provided, the EMCO Wheaton Retail Phase | Enhanced Vapor
Recovery (EVR) System does not Increase the liketihood of liguid-phase product

accumulating in the underground tank vent and vapor recovery linss.
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